TEST SETUP FOR BLADDER TANK SYSTEM
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NOTES:
1.) THE QUANTITY OF TEST OUTLET VALVES WILL DEPEND ON REQUIRED FLOW RATE soLUTION I

2.) MULTIPLE FOAM PROPORTIONERS CAN BE TESTED SIMULTANEOUSLY
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