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NOTES: \ s

1.) LOCATE PLANIT SAFETM INLET CONNECTIONS PLANIT SAFE™ [N

AS CLOSE AS POSSIBLE TO FOAM CONCENTRATE ISOLATION VALVE

2.) REFER TO GENERAL NOTES SHEET FOR ADDITIONAL INFORMATION SOLUTION I
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